
 

K1 OZONE GENERATOR LAYOUT

 
GENERAL NOTES:

  
1. 304 S.S. ENCLOSURE 

2. HINGED ON LEFT 

3. AIR VENTS ON SIDES AND 
BOTTOM 

4. WARRANTY PLACARD ON 
FRONT AND SIDE 

a. Void if removed 

5. WARNING HIGH VOLTAGE 
DECAL 

a. No user serviceable 
parts inside 

6. MOUNTING HOLES 3/8” 

a. Spacing  

i. 12” x 19 1/8” 

7. WEIGHT 20 LBS 

8. UNIT MUST BE MOUNTED 
VERTICALLY 

9. INSURE ADEQUATE AIRSPACE 
AROUND UNIT FOR 
VENTILLATION 

 DRAWN BY:  Russ Keller   RECLAIM Filters and Systems

 

SEE CALLOUTS ABOVE 
PLAN VIEW 
Con-Serv Equip. Mfg, Inc.

 

LOCATION:  
1.  REVISED: 5/30/07 
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